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R-22 Alternative Refrigerants in 
CommeRCiAl-tempeRAtuRe 
RefRigeRAtion As of Jan. 1, 2010, HCFC consumption in the U.S. was 

reduced to 25% of the Montreal Protocol baseline cap, 
a figure largely based on 1989 HCFC production and 

consumption. The EPA defines consumption as the country’s 
production plus imports minus exports.  
 On that date, R-22 refrigerant, the most widely used 
HCFC, was banned for use in new equipment in the effort to 
lower demand. HCFC consumption in the U.S. will be further 
reduced to 10% of the baseline cap in 2015, and then to 0.5% 
in 2020. R-22 production and importation in the U.S. will 
completely stop on Jan. 1, 2020. The use of R-22 after this date 
will depend on existing and reclaimed supplies of R-22. 
 In recent months, demand for R-22 has been outstripping 
supply, causing its price to rise significantly. These rising prices 
have resulted in increased interest in alternatives to R-22. 

ASHRAE 
No.

Composition
(Mass Percentages)

Trade 
Names

Refrigerant 
Supplier/

Manufacturer

R-417A
R-125/R-134a/R-600

(46.6/50/3.4)
NU-22 

ISCEON MO59

DuPont Fluoro-
chemicals, ICOR 

International

R-422B
R-125/R-134a/R-600a

(55/42/3)
NU-22B ICOR International

R-422D
R-125/R-134a/R-600a

(65.1/31.5/3.4)
ISCEON MO29

DuPont 
Fluorochemicals

R-424A
R-125/R-134a/R-600a/R-

600/R-601a
(50.5/47/0.9/1/0.6)

RS-44
Refrigerant Services 

Inc.

R-438A
R-32/R-125/R-134a/R-

600/R-601a
(8.5/45/44.2/1.7/0.6)

ISCEON MO99
DuPont 

Fluorochemicals

Note: This table is neither an endorsement nor a complete list of 
available refrigerants and suppliers/manufacturers
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ASHRAE 
No.

Composition
(Mass Percentages)

Trade 
Names

Refrigerant  
Supplier/

Manufacturer

R-407A
R-32/R-125/R134a

(20/40/40)
----- Various

R-407C
R-32/R-125/R-134a

(23/25/52)
----- Various

R-407F
R-32/R-125/R-134a

(30/30/40)
Genetron 

Performax LT
Honeywell

Circle Reader Service No. 94

 Alternatives to R-22 have been around for quite some 
time. Listed in Figure 1 are R-22 service replacement refriger-
ants, which have the following characteristics: 
 g	All have an A1 ASHRAE 34 Safety Group classification;
 g	All can be used in a refrigeration system designed for  
  R-22 without the need for significant modification; and 
 g	All contain a small amount of hydrocarbon(s) to promote  
  oil return in systems using mineral or alkylbenzene oil.

In addition, there are R-407-series refrigerants having the 
same characteristics listed above, except that they require the 
use of POE oil (see Figure 2).

Say a technician installing and servicing R-22 refrigera-
tion equipment is interested in using one of these R-22 re-
placement refrigerants. Can that technician expect the same 
performance?

The differences in compressor performance can be 
estimated theoretically by using well-known fluid-flow 

equations and the refrigerant’s thermodynamic properties.
“

Using an R-22 to R-407C comparison as an example for 
a commercial-temperature condensing unit rated for both of 
these refrigerants, say the unit is operating at a 25°F evapora-
tor, 115°F condensing, 0°F subcooling, and a 40°F return-gas 
temperature. R-407C compressors have been around for some 
time since R-407C was an early “heir apparent” to R-22 for 
air-conditioning and chiller applications. R-407C has since 
found its way into commercial-temperature refrigeration.

Assume this unit has a Tecumseh R-22/R-407C dual-rat-
ed compressor model AWG5520WXT having a 13,000-Btuh 
R-22 rating at these conditions. The differences in compres-
sor performance can be estimated theoretically by using well-
known fluid-flow equations and the refrigerant’s thermody-
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namic properties. These estimates are listed in Figure 3.
In this case, a reduction in capacity of about 3% is seen 

when using R-407C at these operating conditions compared 
to R-22. This reduction is due to R-407C having a lower re-
turn-gas density and net refrigerating effect.

This is, of course, a simplified estimate. The actual R-
407C rating for the AWG5520WXT compressor happens to 
be approximately 10% less than its R-22 rating at these op-
erating conditions. Why this greater loss in capacity? There 
are numerous factors that affect compressor capacity, which 
is why compressor manufacturers must measure it using calo-
rimeter tests. 

One problem with the initial estimate is the fact it does 
not take into consideration the differences in suction and 
discharge pressures between these two refrigerants. The chart 
in Figure 3 notes the pressure ratio (also known as “compres-
sion ratio” in the industry) at the stated operating conditions. 
This ratio is discharge to suction pressure in absolute units, 
and the pressure ratio for R-407C is approximately 9% greater 
than R-22 at these conditions.

As pressure ratio increases, compressor volumetric efficien-
cy decreases. This is particularly true of reciprocating com-
pressors where some re-expansion of the compressed gas oc-
curs in the cylinder due to the “dead space” between the top 
of the cylinder and the piston. With scroll and rotary com-
pressor designs, however, volumetric efficiency is significantly 
less affected by pressure ratio. See the volumetric efficiency 
vs. pressure ratio curve in Figure 4 for Tecumseh’s reciprocat-
ing-type compressor model AWG5520WXT.

At a pressure ratio of 4.05 and 4.43, volumetric efficien-
cies of 65.3% and 62.3% are respectively achieved. As a re-
sult, reduction in capacity due to loss in volumetric efficiency 
becomes:

1 - 0.623 / 0.653 = 0.046 or 4.6%

Adjusting the capacity loss to include volumetric efficiency 
the following is attained:

1 - (1 - 0.028) x 0.623 / 0.653 = 0.073 or 7.3%

The estimate is now roughly in line with the test results.
Face it, the time and effort required to qualify a compres-

	   Figure 4

sor for all the replacement refrigerants available is enormous. 
It just is not going to happen. But technicians can use esti-
mations such as the above to determine within reasonable 
accuracy the effect these replacement refrigerants will have 
on compressor capacity without the need for testing.

Listed in Figure 5 are capacity estimations for the fol-
lowing R-22 replacement refrigerants at the stated operat-
ing conditions with the model AWG5520WXT compressor. 
The “Capacity Change from R-22” column lists the val-

ues that consider expected capacity change resulting from 
fluid densities and thermodynamic properties. The “Capacity 
Change Vol. Efficiency” column lists the values that account 
for the capacity change due to the change in volumetric ef-
ficiency with the model AWG5520WXT compressor. These 
values are specific to the compressor being used, and will 
change with other compressor models. The “Total Estimated 
Capacity Change” combines both of these capacity changes 
into a total estimated capacity change.

What about low-temperature applications? Due to its high 
discharge temperatures, R-22 was never ideally suited for low-
temperature refrigeration, and this was thus largely the rea-
son R-502 was developed for these applications in 1962. 

A similar analysis can be performed for low-temperature 
applications. For this example, the operating conditions will 
be changed to a -10°F evaporator, 115°F condensing,  

 Figure 3

ASHRAE No.
Net 

Refrigerating Effect
(Btu/lb)

Return-gas Density
(lb/ft3)

Flow Rate
(lb/h)

Capacity
(Btuh)

Capacity Change 
from R-22 Pressure Ratio

R-22 65.3 1.122 199 13,000 0 4.05

R-407C 63.6 1.116 199 12,640 -2.8% 4.43
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“One Simple Connection 
  is all you need”

NOW 17 MODELS TO CHOOSE FROM!
We are revolutionizing the world of electric motors…
with one simple connection!

Century’s new expanded line of 4-in-1® motors replace hundreds 
of the most popular 1/2-1/15 hp, 48-frame condenser fan motors 
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to switch or complicated wiring diagrams to follow.

What could be simpler?

Our 4-in-1® motors come in energy-efficient 
PSC designs, are rated for 1/2-1/15 hp, 208-230 
and 460 volt, 825 or 1075 rpm, with totally en-
closed construction and are available in all angle sleeve 
bearing or rugged ball bearing designs.

These 4-in-1® motors allow the service contractor to have the right motor for 
the job for quicker service calls. That means more calls completed per day!

For more information on 4-in-1® replacement motors, scan the QR code to 
visit our website and download bulletin #6001D at: www.hvac-motors.com

®

Class B, 60°C (140°F) AMB
Class F, 70°C (158°F) AMB

“New”1/2 HP Motors 
Now Available!

Formerly A. O. Smith Electrical Products Company

© Regal-Beloit Corporation

A Regal Brand

www.regalbeloit.com

Distribution Services
1325 Heil Quaker Blvd.
LaVergne, TN 37086
PH: 800-672-6495
FAX: 800-468-2062
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ASHRAE No. Capacity Change from R-22 Pressure Ratio Capacity Change 
Vol. Efficiency

Total Estimated 
Capacity Change

Capacity
(Btuh)

R-22 0 4.05 0 0 13,000

R-407A -5.7% 4.35 -3.7% -9.2% 11,800

R-407C -2.8% 4.43 -4.6% -7.3% 12,100

R-407F 3.3% 4.32 -3.2% 0% 13,000

R-417A -24.7% 4.41 -4.4% -28% 9,400

R-422B -25.2% 4.34 -3.5% -27.8% 9,400

R-422D -26% 4.24 -2.3% -27.7% 9,400

R-424A -25.2% 4.41 -4.4% -28.5% 9,300

R-438A -16.5% 4.39 -4.1% -19.9% 10,400

0°F subcooling, and a 20°F return-gas temperature, and a 
Tecumseh model AEA1415EXA—a low-temperature R-22 
1/3-hp reciprocating compressor—will be used to provide 

volumetric efficiency data (see Figure 6). Note that this com-
pressor is not dual-rated with any of the R-407-series refriger-
ants, as it is provided only with alkylbenzene oil. In addition, 
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ASHRAE No. Capacity Change 
from R-22 Pressure Ratio Capacity Change 

Vol. Efficiency
Total Estimated 
Capacity Change

Capacity 
(Btuh)

R-22 0 8.24 0 0 1,500

R-407A -8.7% 9.21 -7.7% -15.7% 1,260

R-407C -6% 9.48 -9.7% -15.1% 1,270

R-407F 0.9% 9.10 -6.8% -6% 1,410

R-417A -28.8% 9.44 -9.3% -35.4% 970

R-422B -29.2% 9.22 -7.7% -34.7% 980

R-422D -29.7% 8.87 -4.9% -33.1% 1,000

R-424A -29.3% 9.45 -9.5% -36% 960

R-438A -20.2% 9.37 -8.8% -27.2% 1,090

 Figure 6

this analysis does not consider any capacity gains that may 
be achieved with these alternative refrigerants by eliminat-
ing some or all of the desuperheating when it is required to 
maintain suitable discharge temperatures with R-22.

conclusions
First, understand that there is no such thing as a “drop-in” 
replacement refrigerant, despite what may be claimed in the 
industry.

Second, recognize that there is a reason why R-22 has 
been used for as long as it has been. R-22 was a superb refrig-
erant for air-conditioning, heat-pump and commercial refrig-
eration applications. It should be used within the law as long 
as it is economical to do so for these applications. Unfortu-
nately, its time is nearing an end.

Third, expect a measurable loss in condensing-unit capac-
ity for commercial refrigeration applications, particularly if an 
R-22 replacement refrigerant is used other than R-407-series 
refrigerants. If the condensing unit is dual-rated for R-22 and 
R-407C, the technician will best serve the customer by stay-
ing with one of the R-407-series refrigerants. If maintaining 
UL approval for the condensing unit is important, stay with 
the nameplate refrigerants.

Condensing units using either scroll or rotary compressors 
will have the benefit of minimizing capacity loss due to volu-
metric efficiency. All compressor types, however, are subject 
to capacity loss due to the differences in fluid densities and 
thermodynamic properties of the replacement refrigerants 
when compared to R-22.

As an example, a technician interested in changing out a 
13,000 Btuh commercial-temperature (1.5-hp) R-22 condens-
ing unit with a new R-22 condensing unit having a recipro-
cating compressor and using R-422D, since a 27.7% loss in 
capacity could be expected with a unit having a reciprocating 
compressor, the technician should consider selecting an R-22 
condensing unit with an R-22 rating of approximately 

13,000 / (1 - 0.277) = 18,000 Btuh

The technician can best serve the customer by selecting a 
replacement unit in the 2-hp range. Upsizing the condensing 
unit will require the technician to review the supply-wire size 
and fuse or circuit-breaker ratings.

Note: Thermodynamic properties presented in this article were 
calculated using NIST REFPROP version 8. For the R-22 al-
ternative refrigerants, the condensing and evaporating tempera-
tures stated in the article are treated as mid-point temperatures as 
defined by ANSI/AHRI Standard 540-2004 Appendix C, and 
these points were used for calculating thermodynamic properties. 
This standard may be downloaded for free at www.ahrinet.org/
search+standards.aspx.  

Andy Schoen, CM, is the Sales and Marketing Technical  
Services Manager for Tecumseh Products Co. He has 33 years 
of HVACR industry experience, and serves on the Technical 
Review Committee and the MSAC for RSES Journal. He can 
be reached at 734-585-9561 or via e-mail at andy.schoen@ 
tecumseh.com.

Condensing units using either 
scroll or rotary compressors 

will have the benefit of mini-
mizing capacity loss due to 

volumetric efficiency.

“


